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NOTES:

Finish Surface

1. For pipe sizes of ten (10) inches in diameter and larger a manhole is to

be installed.  Refer to East Valley Water District Standard Drawing

S-104 for manhole construction.

2. For pipe sizes of six (6) inches to eight (8) inches in diameter a cleanout
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Air Space

Dead End Frame and Cover

Refer to EVWD Std. Dwg. S-109
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is to be installed at dead ends.
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