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SEWER MAIN

NOTES:

All joints on the sewer lateral pipe

ELEVATION

PLAN VIEW

shall be compression type or

approved solvent weld

Pipe Material

10°- 45° Bend

The Vertical Pipe Shall be Braced

While Backfilling Trench

4" Minimum Cover Around Lateral

Sewer Main
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TRENCH WIDTH

12"

See EVWD Standard S-101

for Continuation of Sewer

Lateral to Property Line

3/4" Crushed Rock Bedding or

as Directed by District Representative

Standard Tee

Trench Width

6
"

DEEP CUT SEWER LATERAL

S-102
APRIL 2022
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EVWD

STD. DWG.
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3/4" Crushed Rock Bedding or

as Directed by District Representative
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